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1.All work shall conform to the Contract Documents which
includes the drawings, all addendums and modifications
issued by the Project Manager.

2.In case of conflict between architect's and consultants
drawings  in locating material/equipment, the architect shall
be  notified for clarification.

3.The contractor shall comply with codes, laws, ordinances,
rules, and regulations of public authorities governing the
work.

4.The contractor shall obtain and pay for permits and
inspections  required by public authorities governing the
work.

5.Contractor to review documents,verify dimensions and field
conditions and confirm that work is buildable as shown.
Report any conflicts or omissions for clarification prior to
performing any work in question.

6.Contractor to submit requests for substitutions, revisions,
or  changes to architect for review prior to purchase,
fabrication or installation.

7.Contractor to coordinate work with the owner, including
scheduling time and locations for deliveries, building
access use of building services and facilities, and use of
elevators. minimize disturbance of building functions and
occupants.

8.Owner will provide work noted "by other" or "nic" under
separate contract. include schedule requirements in
construction progress schedule and coordinate to assure
orderly sequence of installation.

9."Typical" or "Typ" shall mean that the condition is
representative for similar conditions throughout, u.o.n.

10."Similar" or "sim" means comparable characteristics for the
condition noted. verify dimensions and orientation on plans
and elevations.

11.Contractor to coordinate telecommunications,data, AV and
security system installation.

12.Contractor to maintain exists, exit lighting, fire protective
devices, and alarms in conformance with codes and
ordinance.

13.Contractor to protect area of work and adjacent areas from
damage.

14.Contractor to maintain work areas secure and lockable
during construction. coordinate with tenant and landlord to
ensure security.

15.Do not scale drawings with written dimensions govern. In
case of conflict the contractor shall consult the designer &

        Project Manager.

16.Partitions are dimensioned from finish face to finish face,
u.o.n. maintain dimensions marked "clear". allow for
thickness of finishes.

17.Contractor to coordinate and provide backing for millwork
and items attached or mounted to walls or ceilings.

18.All manufactured articles, materials and equipment shall be
applied,installed, connected, erected, cleaned and
conditioned per manufacturers instructions and contract
documents. In case of differences between the
manufacturer's instructions and the contract documents,
the contractor shall notify  the Project Manager before
proceeding.

19.Undercut doors to clear top of floor finishes by 6mm u.o.n.

20.New interior glazing to be safety glazing (tempered or
laminated glass) installed in accordance  with local codes.

DEMOLITION NOTES

1.The designer has no knowledge of and shall not be held liable for
any asbestos or other hazardous materials on the jobsite. If
asbestos or other hazardous materials are discovered during
construction, isolate the affected area and contact the owner for
further instructions before proceeding.

2.Comply with applicable local and country codes and regulations
pertaining to safety of persons, property and environmental
occupants of building and workers.

3.Provide and maintain hoardings, lighting, and guardrails as
required by applicable codes and regulations to protect
occupants of building and workers.

4.Erect and maintain dustproof partitions as required to  prevent
spread of dust, fumes, and smoke, etc. to other part of the
building. on completion, remove partitions and repair damaged
surfaces to match adjacent surfaces.

5.If demolition is performed in excess of that required, restore
effected areas at no cost to the owner.

6.Remove from site daily and legally dispose of refuse, debris,
rubbish,and other materials resulting from demolition operations.

7.Remove designated partitions, components, building equipment,
and fixtures as required for new work.

8.Remove existing floor finishes and prepare subfloor as required
for new floor finishes.

9.Remove tools and equipment from site upon completion of work
leave contract areas and site clean, orderly, and acceptable for
new construction.

CEILING NOTES

1.Verify field conditions and locations of all plumbing, ducts,
electrical conduits and structural elements.

2.Locate registers and lighting fixtures within grid lines.

3.Center sprinkler heads, speakers, recessed fixtures,
fixtures, and similar ceiling elements in acoustical units,
U.O.N.

4.Finish hvac diffusers, drapery pockets, and speaker grilles
to match adjacent finish, U.O.N.

5.Ceiling height shall be 2940-3165mm FCL

1.Ensure surfaces to receive finishes are clean, true, and free of
irregularities. do not proceed with work until unsatisfactory
conditions have been corrected. starting of work indicates
installer's acceptance of substrate.

2.Repair existing surfaces to remain as required, for application of
new finishes.

3.U.O.N., provide minimum 3-coat paint systems for each substrate.

4.Shop finish transparent finished wood doors and architectural
woodwork.

5.U.O.N., provide solid wood bases.

1.Prior to coring slab, review locations with designer and
coordinate locations with owner.

2.Coordinate installation of telecommunications, data and security
system.

3.Verify equipment specifications, power and installation.

4.Verify equipment requirements with manufacturer to ensure
proper fit and function.

5.Verify mounting requirements of electrical, telephone and other
equipment.

6.Gang adjacent light switches and cover with a single plate.

7.Mount standard wall outlets at+300mm; wall switches+1050mm;
thermostats at +1200mm, u.o.n. when thermostats and light
switch occur together, install both with center lines at aligned
vertically.

8.Indicated dimensions are to the center line of outlet or switch, or
cluster of outlets or switches, U.O.N.

9.Install outlets on opposite sides of partitions in separate stud
cavities. do not install back-to-back.

10.Provide matching cover plates, receptacles and related items.
Provide one-piece type gang cover plates U.O.N.

11.Identify dedicated or isolated ground electrical outlets with a red
dot.

FIRE DEPARTMENT NOTES

1.Maintain existing fire extinguishers in good working order, and
provide any additional extinguishers as required by fire
department field inspector or building department inspector.

2.Provide exit signs meeting local fire department requirements
over required exits, where shown on drawings, and additional
signs as required by building department inspector or fire
department field inspector. Connect exit signs to emergency
power circuits. Comply with local codes.

3.Provide emergency lighting to comply with local regulations

4.Maintain aisles at least 1050mm wide at public areas.

5.Every exit door shall be operable from the inside without the use
of a key or any special knowledge or effort. Special locking
devices shall be of an approved type. All new doors shall have
approved lever handles.

6.Door openings & fire-resistive corridors shall be protected with a
smoke or draft stop assembly having a fire rating that is in
accordance to fire code and all doors shall be self-closing.

7.Door jambs to be tight-fitting, smoke and draft controlled.

8.Exit doors shall swing in the direction of travel when serving 30
or more persons and in any hazardous area.

9.Interior wall and ceiling finishes for exit corridor shall not exceed
an end point flame spread rating:

a.Class I, flame spread 0-25, smoke density 150, for materials
installed in vertical exits.

b.Class II, flame spread 26-75, smoke density 300, for materials
installed in horizontal exits.

c. Class III, flame spread 76-200, smoke density 450, for
materials installed in any other location.

10.Decorations (curtains, drapes, shades, hangings, etc.) shall be
non-combustible or be flame proofed in an approved manner.

11.Provide fire dampers or doors where air ducts penetrate
fire-rated walls or ceilings.

12.Storage, dispensing or use of any flammable or combustible
liquids, flammable gas and hazardous chemicals shall comply
local code regulations.

13.Wood blocking shall be fire treated in accordance with applicable
code regulations.

14.Extend or modify existing fire/life safety system as required to
provide an approved fire/life safety system. Submit plans to
Project Manager with complete description of sequence of
operation and obtain approval prior to installation.

15.Locate the center of fire alarm initiating devices 1200mm above
the level of the floor.

16.Emergency warning system shall activate a means of warning the
hearing impaired. Flashing visual warning shall have a  frequency
of not more than 60 flashes per minute.

17.Extend or modify existing automatic fire extinguishing system as
required to provide an approved automatic fire extinguishing
system. Submit plans to fire department and obtain approval
prior to installation.

18.Automatic sprinkler systems shall be supervised by and approved
central, proprietary or remote station service or a local alarm
which will give an audible signal at a constantly attended location.

FINISH NOTES

POWER AND COMMUNICATION NOTES

CASEWORK NOTE
1.At plastic laminate millwork all exposed surfaces and undersides

of transaction counters to receive plastic laminate.

2.Casework and millwork shall be fabricated from field
measurements with provisions for scribing as required to meet
built-in conditions.

3.Do not deliver casework and finish carpentry until painting, wet
work and similar operations which could damage finishes work
have been completed, and until HVAC system have been properly
operating for ten days.

4.Adjust cabinet work and hardware so that doors and drawers
operate smoothly without warp or bind. Lubricate operating
hardware as recommended by hardware manufacturer.

5.Refer to specification for addition information, including
hardware.

SPAREGENERAL NOTES

1.In building and facilities, floors of a given story shall be a
common level throughout, or shall be connected by pedestrian
ramps, passenger elevator or special access lifts.

2.Floor surfaces shall be slip - resistant.

3.Every corridor and aisle serving an occupant load of 10 or
more shall be not less than 1050mm in width.

4.Abrupt changes in level along any accessible route shall not
exceed 12mm in height. Level changes not exceeding 6mm
may be bevel with a slope no greater than  1:2.

5.Latching and locking doors that are hand activated  and which
are in a path of travel shall be operable with a single effort by
lever type hardware, panic bars, push - pull activating bars, or
other hardware designed to provide passager without requiring
the ability to grasp the opening hardware. Mount door opening
hardware between 950 and 1050 mm above floor finish.

6.Center hand activated door opening hardware between 950 and
1050 mm above the floor.

7.Maximum pull or push effort to operate doors shall refer to
BFA code.

8.The bottom 250mm of all doors (except sliding and automatic)
shall have a smooth uninterrupted surface to allow the door to
be opened by a wheelchair footrest without creating a trap or
hazardous condition. Provide a 250mm high smooth panel on
the push side of arrow frame doors.

9.Every required entrance or passage door way shall be not less
than 900mm in width and not less than 2030 mm in height.
Doors 2030mm shall be capable of opening at least 90 degrees
and shall be so mounted that the clear width of the doorway is
not less than 810mm.

10.Where a pair of doors is utilized, at least one of the doors shall
provide a clear, unobstructed opening width of 810mm with the
leaf positioned at an angle of 90 degrees from its closed
position.

11.Identify accessible entrances with at least one standard sign
and with additional directional signs, as required, visible from
approaching pedestrian.

12.The floor or landing on each side of an entrance or passage
door  shall be level and clear. The level and clear area shall
have a length in the direction of the door swing of at least
1500mm as measured at right angles to the plane of the door in
its closed position.

13.Floors or landings shall be not more than 20mm lower than the
threshold of the doorway. Change in level between 6mm and
12mm shall be beveled with a slope no greater than 1:2.

14.To alert the visually impaired, mark the upper approach and
the  lower tread of each interior stair with a strip of clearly
contrasting color at least 50mm wide, placed parallel to and
not more than 25mm from the nose of the step or landing. The
strip shall be of material that is at least as slip resistant as the
other tread of the stair.

15.Center electrical receptacle outlets not less than 460mm above
the  floor or working platform.

16.Sanitary facilities located on an accessible floor of a building
shall be  accessible to the physically handicapped.

17.Entry to sanitary facilities shall refer to BFA code.

18.Toilet room accessories shall refer to BFA code.

19.The height of water closet (top of seat) shall be between
380mm  and 450mm.

20.Mount flush valve control between 600mm and 1050mm above
the floor, on the side of the toilet with the greatest separation
from adjacent wall or other surface.

21.Provide a clear floor space 1500mm x 1500mm in front of
lavatory to permit a forward approach.

22.Dimensions of wc shall refer to BFA code.

23.Faucet controls and operating mechanisms shall be operable
with one hand and shall not require tight grasping, pinching or
twisting of the wrist. The force required to activate controls
shall refer to BFA code.

24.There shall be no sharp or abrasive surfaces under lavatories.

DISABLED ACCESS NOTES
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Cover Page
General Notes

CP-00
GN-01

LP01
RCP02

LCP03

SP04
EP05

FFP06
FP07
WF08
PD09
DS10

KP12

1:100@A3
1:100@A3

1:100@A3

1:100@A3
1:100@A3

1:100@A3
1:100@A3
1:100@A3
1:100@A3
1:100@A3

1:150@A3

Layout Plan
Reflected Ceiling Plan

Lighting Circuit Plan

Setting-out Plan

Electrical Socket Plan

Floor Finishes Plan
Furniture Plan
Wall Finishes Plan
Partition Detail Plan
Door Schedule Plan

Key Plan

GENERAL NOTES:
1.All measurements are metric.
2.Do not scale drawing.
3.Contractor shall check and verify all dimensions before construction.
4.Refer any omissions or discrepancies to the project architect for clarification.
5.All material selection must be submitted by contractor and be approved by client and

designer.
6.Contractor to submit drawings for approval.
7.Contractor to submit samples or all finishes and paint applications.

REVISION CODES:

NOTE:
A - Project Stage 1 (Design Proposal Phase Including Perspectives,
     Proposed Layout Plans & Ceiling Plan)
B - Project Stage 2 (Confirmed Design With Signed Quotation)
C - Project Stage 3 (Construction Phase)
D - Project Stage 4 (Project Completion & Evaluation)
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B
B

B
B

B

B
B

B
B
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B - ROOM ELEVATIONS

A - GENERAL ELEVATIONS
A01
A01A

A02A
A03

1:50@A3
1:50@A3

1:50@A3
1:50@A3

Reception Area Elevations

A02 1:50@A3

A03A 1:50@A3

Reception Area Elevations
Corridor Elevations - 1
Corridor Elevations - 2
Corridor Elevations - 3
Corridor Elevations - 4

1ST ISSUE
1ST ISSUE
1ST ISSUE
1ST ISSUE
1ST ISSUE
1ST ISSUE

R0
R0
R0
R0
R0

TENDER STAGE
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MAY 06, 2022
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B
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B
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R0 TENDER STAGEMAY 06, 2022B

B01 1:50@A3 Guest Room Elevations 1ST ISSUER0 TENDER STAGEMAY 06, 2022B
B02 1:50@A3 Conference Room Elevations 1ST ISSUER0 TENDER STAGEMAY 06, 2022B
B03 1:50@A3 Senior Director Room Elevations 1ST ISSUER0 TENDER STAGEMAY 06, 2022B
B03A 1:50@A3 Director Room 02 Elevations 1ST ISSUER0 TENDER STAGEMAY 06, 2022B

B04 1:50@A3 Manager Room 01 Elevations 1ST ISSUER0 TENDER STAGEMAY 06, 2022B

B05 1:50@A3 Pantry Elevations 1ST ISSUER0 TENDER STAGEMAY 06, 2022B
B05A 1:50@A3 Pantry Elevations 1ST ISSUER0 TENDER STAGEMAY 06, 2022B
B06 1:50@A3 Utility Room Elevation 1ST ISSUER0 TENDER STAGEMAY 06, 2022B
B06A 1:50@A3 Utility Room Elevations 1ST ISSUER0 TENDER STAGEMAY 06, 2022B
B07 1:50@A3 Changing Room Elevations 1ST ISSUER0 TENDER STAGEMAY 06, 2022B

MVAC02A 1:100@A3MVAC Layout Plan R0 1ST ISSUETENDER STAGEB

A04 1:50@A3 Corridor Elevations - 5 1ST ISSUER0 TENDER STAGEMAY 06, 2022B

N/A Drawing ListDL-02 R0 MAY 06, 2022 1ST ISSUETENDER STAGEB
N/A Drawing ListDL-03 R0 MAY 06, 2022 1ST ISSUETENDER STAGEB

TP05A 1:100@A3Trunking Plan

PL11 1:100@A3Plumbing & Drainage Layout Plan

R0 TENDER STAGEB 1ST ISSUE

1ST ISSUETENDER STAGEMAY 06, 2022B

1ST ISSUE

MCB05B NTS MCB Schematic Diagram R0 TENDER STAGEB

DP00 1:100@A3Demolition Plan R0 TENDER STAGEMAY 06, 2022B

1ST ISSUE

ELCP03A 1:100@A3Emergency Lighting Circuit Plan TENDER STAGEB

MAY 06, 2022
MAY 06, 2022
MAY 06, 2022
MAY 06, 2022
MAY 06, 2022 1ST ISSUE

MAY 06, 2022
MAY 06, 2022
MAY 06, 2022

R0

R0

B03B 1:50@A3 Director Room 04 Elevations 1ST ISSUER0 TENDER STAGEMAY 06, 2022B

B04A 1:50@A3 Typical Manager Room Elevations (02, 03 & 04) 1ST ISSUER0 TENDER STAGEMAY 06, 2022B

SSDD\HK-21014\ACAD\Drawing to Client\Layout

OFFICE FITTING-OUT AT 8F CHINA LIFE CENTRE

21014-HK-CL002
8F CHINA LIFE CENTRE, 18 HUNG LUEN RD, HUNGHOM, KOWLOON

R0    06 MAY 22ISSUE FOR TENDER
DRAWING LIST CL

KC

KC NTS.

18 FEB 2022

DL-01

AutoCAD SHX Text
Y:\PROJECTS\21014-HK-CL002-8F\DESIGN\DRAWING FILES\0 - COVER PAGE AND GEN NOTES\DRAWING LIST.dwg

AutoCAD SHX Text
Cristina

AutoCAD SHX Text
2/14/2020 10:36:02 上午



E - DOOR SCHEDULE & DOOR DETAILS

D - DETAILS

DRAWING
NO.

SCALE SHEET TITLE

D-F01 1:2@A3 Typical Floor Details 01

E01 AS NOTEDDoor Schedule 01

J01-1 AS NOTEDReception Counter Details
J01-1A AS NOTEDReception Counter Details

D-C01 1:5@A3 Typical Ceiling Details 01
D-C02 1:5@A3 Typical Ceiling Details 02

E02 AS NOTEDDoor Schedule 02

J02-1
J03-1

AS NOTED
Reception Form Filling Table Ledge DetailsAS NOTED

J06-1 AS NOTED

GENERAL NOTES:
1.All measurements are metric.
2.Do not scale drawing.
3.Contractor shall check and verify all dimensions before construction.
4.Refer any omissions or discrepancies to the project architect for clarification.
5.All material selection must be submitted by contractor and be approved by client and

designer.
6.Contractor to submit drawings for approval.
7.Contractor to submit samples or all finishes and paint applications.

REVISION CODES:

NOTE:
A - Project Stage 1 (Design Proposal Phase Including Perspectives,
     Proposed Layout Plans & Ceiling Plan)
B - Project Stage 2 (Confirmed Design With Signed Quotation)
C - Project Stage 3 (Construction Phase)
D - Project Stage 4 (Project Completion & Evaluation)

Reception Trophy Cabinet Details

General Office Printer Hanging Cabinet Details
J07-1 AS NOTED

J04-1 AS NOTED
J04-2 AS NOTED
J05-1 AS NOTED

AS NOTED

Guest Room Table Details
Guest Room Low Cabinet Details
Conference Room AV & Display Cabinet Elevation & Part Plan
Conference Room AV & Display Cabinet Sections & Details

D-M01 1:2@A3 Typical Miscellaneous Details
D-M02 AS NOTEDTypical Miscellaneous Details

J07-2 AS NOTED

Director Office 01 Cabinet Part Plans
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REVISION
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B
B

B

R0 MAY 06, 2022 1ST ISSUETENDER STAGEB

R0 MAY 06, 2022 1ST ISSUETENDER STAGEB

D-P01 1:5@A3 Typical Partition Details 01 R0 MAY 06, 2022 1ST ISSUETENDER STAGEB
D-P02 1:5@A3 Typical Partition Details 02 R0 MAY 06, 2022 1ST ISSUETENDER STAGEB

R0 MAY 06, 2022 1ST ISSUETENDER STAGEB

R0 MAY 06, 2022 1ST ISSUETENDER STAGEB

J07-1A AS NOTEDDirector Office 01 Cabinet Elevation

J08-1 AS NOTEDDirector Office 01 High Cabinet Details

R0 MAY 06, 2022 1ST ISSUETENDER STAGEB

R0 MAY 06, 2022 1ST ISSUETENDER STAGEB

R0 MAY 06, 2022

1ST ISSUE

TENDER STAGEB

R0 MAY 06, 2022
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R0
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R0 MAY 06, 2022

1ST ISSUE

TENDER STAGEB

MAY 06, 2022

1ST ISSUE

TENDER STAGEB

1ST ISSUE

1ST ISSUE

J01-1B AS NOTEDReception Counter Details R0 MAY 06, 2022TENDER STAGEB
J01-1C AS NOTEDReception Counter Details R0 MAY 06, 2022TENDER STAGEB

J07-1B AS NOTEDDirector Office 01 & 02 Cabinet Section & Details (Part A) MAY 06, 2022TENDER STAGEB 1ST ISSUE
J07-1C AS NOTED MAY 06, 2022TENDER STAGEB 1ST ISSUE

R0
R0

J07-2A AS NOTED MAY 06, 2022TENDER STAGEB 1ST ISSUE

D-F02 1:2@A3 Typical Floor Details 02 R0 MAY 06, 2022 1ST ISSUETENDER STAGEB

Director Office 01 & 02 Cabinet Section & Details (Part A, B & C)
Director Office 02 Cabinet Part Plans
Director Office 02 Cabinet Elevation

J07-3 AS NOTEDDirector Office 03 Cabinet Part Plans
J07-3A AS NOTEDDirector Office 03 Cabinet Elevation
J07-3B AS NOTEDDirector Office 03 Cabinet Section & Details (Part A)
J07-3C AS NOTEDDirector Office 03 Cabinet Section & Details (Part A, B & C)R0 MAY 06, 2022TENDER STAGEB 1ST ISSUE

R0 MAY 06, 2022TENDER STAGEB 1ST ISSUE
R0 MAY 06, 2022TENDER STAGEB 1ST ISSUE
R0 MAY 06, 2022TENDER STAGEB 1ST ISSUE

J07-4 AS NOTEDDirector Office 04 Cabinet Part Plans
J07-4A AS NOTEDDirector Office 04 Cabinet Elevation
J07-4B AS NOTEDDirector Office 04 Cabinet Section & Details (Part A)
J07-4C AS NOTEDDirector Office 04 Cabinet Section & Details (Part A & B)R0 MAY 06, 2022TENDER STAGEB 1ST ISSUE

R0 MAY 06, 2022TENDER STAGEB 1ST ISSUE
R0 MAY 06, 2022TENDER STAGEB 1ST ISSUE
R0 MAY 06, 2022TENDER STAGEB 1ST ISSUE

J07-4D AS NOTEDDirector Office 04 Cabinet Section & Details (Part C) R0 MAY 06, 2022TENDER STAGEB 1ST ISSUE

D-C03 1:5@A3 Typical Ceiling Details 03 R0 MAY 06, 2022 1ST ISSUETENDER STAGEB

J05-1A

R0

R0

E03 AS NOTEDDoor Details R0 MAY 06, 2022 1ST ISSUETENDER STAGEB
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J - JOINERIES

DRAWING
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SCALE SHEET TITLE REVISION
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ISSUE
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ISSUED FOR REMARKS

GENERAL NOTES:
1.All measurements are metric.
2.Do not scale drawing.
3.Contractor shall check and verify all dimensions before construction.
4.Refer any omissions or discrepancies to the project architect for clarification.
5.All material selection must be submitted by contractor and be approved by client and

designer.
6.Contractor to submit drawings for approval.
7.Contractor to submit samples or all finishes and paint applications.

REVISION CODES:

NOTE:
A - Project Stage 1 (Design Proposal Phase Including Perspectives,
     Proposed Layout Plans & Ceiling Plan)
B - Project Stage 2 (Confirmed Design With Signed Quotation)
C - Project Stage 3 (Construction Phase)
D - Project Stage 4 (Project Completion & Evaluation)

J09-1 AS NOTEDPantry Cabinet Part Plans
J09-1A AS NOTEDPantry Cabinet Part Plans
J09-1B AS NOTEDPantry Cabinet Elevations

J10-1 AS NOTEDPantry Bar Counter Part Plans & Perspective Views

J11-1 AS NOTEDPantry Refrigerator Hanging Cabinet Part Plans & Perspective Views

J12-1 AS NOTEDUtility Room Printer Cabinet Details
J13-1 AS NOTEDUtility Room & General Office High Cabinet Details
J13-2 AS NOTEDUtility Room High Cabinet Details

J14-1 AS NOTEDChanging Room Closet Details
J15-1 AS NOTEDChanging Room Bench Details
J16-1 AS NOTEDGeneral Office Low Cabinet Details

J13-3 AS NOTEDServer Room Open Shelving Unit Details

R0 MAY 06, 2022TENDER STAGEB
R0 MAY 06, 2022TENDER STAGEB

MAY 06, 2022

1ST ISSUE

TENDER STAGEB

R0 MAY 06, 2022

1ST ISSUE

TENDER STAGEB

R0 MAY 06, 2022

1ST ISSUE

TENDER STAGEB

R0 MAY 06, 2022

1ST ISSUE

TENDER STAGEB
R0 MAY 06, 2022

1ST ISSUE

TENDER STAGEB
R0 MAY 06, 2022

1ST ISSUE

TENDER STAGEB
R0 MAY 06, 2022
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